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Abstract. We consider synchrophasor data gathering method over the network of Phasor 
Measurement Units (PMUs) for Wide Area Measurement System (WAMS) applications. 
Although this network plays an important role to monitor, protect and control distribution 
electric grid, the research efforts in efficient data collection method are lacking in the 
literature. In this paper, we represent a novel data gathering approach using Network 
Coding technique and develop a mathematic model to predict the PMUs network 
reliability using our proposed model. It allows the PMU nodes in network to perform 
linear combination of many packets in order to improve the packet delivering ratio at the 
collector. We demonstrate our proposed method using a distribution grid test case and 
evaluate the performance by using Monter Carlo simulation. The numerical results have 
verified the effectiveness of our proposed method. 
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1. Introduction 
 
Network of Phasor Measurement Units (PMUs) is a mainstream system of Smart Grid in electric 
distribution grid. It is necessary to upgrade the Supervisory control and data acquisition (SCADA) system 
by providing high-speed synchrophasor measurement for many applications such as State Estimation or 
Frequency Stability [1-4]. It also stabilizes the grid operation when utility integrates wind or solar power 
sources in order to reduce the dependence of electric power to fossil fuels. Hence, the success 
implementation of PMUs network will guarantee the future of Smart Grid system. 
Based on the feature of synchrophasor information, the reliability of PMUs network is the most 
important factor. Every PMU measures the electric wave at its location and sends the information of 
voltage, current, and phasor to Phasor Data Concentrator (PDC) with the common time source for 
synchronization. Further, this information has to arrive at the PDC in the particular certain of time, other 
while it becomes useless. Based on the information of phasor measurements, PDC provides high-resolution 
picture of electric grid in real-time. Therefore, the requirement for reliability of data gathering in PMUs 
network is nearly 100 percent. 
Unfortunately, none of existing communications for PMUs can achieve 100 percent in data delivery.  
Even with fiber network, the packet loss in communication links is unavoidable. Data loss usually occurs in 
high traffic condition, collisions between simultaneous transmissions, or equipment malfunctions. Data loss 
also appears on the transmission link due to the noise, or interference channels. The trend of wireless 
approach for PMUs in distribution grid makes the study in reliability of synchrophasor data delivery is 
extremely important. However, most of existing researches of PMUs network focus on the placement of 
PMU on the electric grid, termed as Optimization of PMUs Placement Problem (OPP) [5-7]. Meanwhile, 
the studies about synchrophasor data quality and how to collect synchrophasor data reliability are lacking [4, 
8].  
Recently, Network Coding is an innovative technique to boost the reliability and the throughput of 
communication channels significantly. Firstly, Ahlswede et al. [9] proposed communication nodes mix 
packets using mathematical operations. This can increase the amount of information in every data packets. 
Another advantage of Network Coding is it does not require changing the existing communication 
infrastructures. Hence, the investment cost of using Network Coding is very affordable.  
In this paper, we address the issue of synchrophasor data loss by using Network Coding technique. 
Our proposed method helps to reduce data loss in PMUs network by transmitting many independent linear 
combinations of synchrophasor messages. In addition, we also present the mathematic model to predict the 
gain of synchrophasor packet delivery ratio at PDC corresponded to the level of coding we applied and the 
communication loss probability. 
The rest of this paper is organized as follows. In Section 2, we represent the data loss problem in 
PMUs data gathering, and also the IEEE C37.118 phasor measurement standard and our arguments. The 
preliminaries about Network Coding and integrating Network Coding function into PMUs are represented 
in Section 3. Our proposed data gathering using Network Coding scheme is shown in Section 4. In Section 
5, the numerical simulations and evaluations of our proposed method are represented. Conclusion is drawn 
in Section 6. 
 
2. Related work 
 
2.1. Reliability Requirement of PMUs Network 
 
In Smart Grid Communication (SGC) perspective, when any high-speed synchrophasor gather data and it 
must be able to support high reliability of the system. In practice, if the SGC’s reliability is low, it is 
necessary that the total number of needed PMUs for a particular distribution grid should be larger than the 
number from OPP approach. However, none of OPP studies have taken into account the reliability 
requirement of communication network in their approaches. In addition, to the best of our knowledge, it is 
still not having any reliability standardization for the PMUs network at electric distribution grid. Hence, we 
follow the most related reliability demand for Distribution Automation in OpenSG User’ Group 
Recommendation [10] in this study given in Table 1. 
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In order to evaluate the reliability in data gathering, we consider two types of unavoidable data loss 
sources in SGC. The first is long-time data loss or random data loss. It is usually caused by signal 
attenuation (especially in wireless channel) or environment noise. The second is short-time data loss or 
burst loss. It is caused by inter-cell interference, high load conditions, or collisions between simultaneous 
transmissions. In our previous study [11], we have proven the benefit of Network Coding technique to 
reduce the total data collecting time in Smart Grid context. In this research, we investigate the efficient of 
our proposed Network Coding approach in improving reliability of SGC based on the above mention two 
types of losses. 
 
2.2. IEEE standard C37.118.1-2014 
 
The Standard IEEE C37.118.1-2014 [12] defines the latency pertaining directly to the PMU. According to 
this standard, every PMU reports phasor information to PDC at sub-multiples of the nominal electric 
frequency. Table 1 illustrates the required rates for 50 Hz and 60 Hz electric systems. The specific reporting 
rate to be used is dependent on the purpose of Smart Grid application (P-Type or M-Type). We recall that 
rates lower than 10 messages per second are not subject to dynamic requirements. This means that no 
filtering is required inside PMU, therefore lower than 10 messages per second can be supported directly by 
selecting every nth sample from a higher rate phasor stream. 
The particular reporting rate is dependent on WAMS applications and the class of these applications. 
In summary, we list main differences in timeliness factors of P-Type and M-Type classes as below 
P-Type applications 
o Needs less filtering in PMU; 
o  Less latency (than M-Type) in estimation (from 30 ms to 100 ms); 
o Applies for real-time controlling and protection requiring minimum delay. 
M-Type applications 
o Needs anti-alias filtering in PMU; 
o Longer latency (depends on reporting rate, such as 30 ms requires delay at 60 samples per 
second, or 100 ms requires delay at 30 samples per second); 
o Applies for monitoring applications that require precise measurement. 
 
Table 1. Required PMU reporting rates and data reliability based on IEEE C37.118 standard [12] and 
OpenSG [10]. Remember that low sample rate leads to long window time, and fast sample rate leads to 
short one. 
 
System frequency 50 Hz 60 Hz 
Reliability 
requirement 
Recommended reporting 
rates from PMU 
(Fs – sample per second) 
10; 20; 30; 
50 
10; 12; 15; 20; 
30; 60 
 
≥ 99.5% 
 
3. Preliminaries 
 
3.1. Network Coding 
 
Network Coding, initially proposed by Ahlswede et al. [10], is an innovation technique to significantly 
increase the reliability and the throughput of the channels, especially in noisy channels. The basic idea 
behind Network Coding is to consider data in the network not as immutable bits and hence change the 
function of relay routers from store and forward scheme to compute and forward. Due to this publication, 
Network Coding has attracted a great interest in researchers to a wide data application ranges such as 
distributed storage, file transfer and peer to peer networking. Based on the source of coded packets, we 
have two versions of Network Coding, Inter-section Network Coding and Intra-section Network Coding 
[11]. 
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3.1.1. Inter-section network coding 
 
Broadcast nature of wireless network is seen as an issue, since it creates the interference between the 
transmission links and creates multiple copies of the same packet. However, if we allow the intermediate 
node performs coding packets, broadcast nature will bring advantages. For example, in Fig. 1, node 𝑠1 and 
𝑠2 want to exchange packets 𝑝1 and 𝑝2. We assume that these nodes are out of each transmission range. 
Hence, the transmission process costs four time slots; two slots to send the packets to relay node, and two 
slots to forward packets from relay node to destination node. However, if the relay performs a simple XOR 
coding of two packets (𝑝1⨁ 𝑝2), as shown in Fig. 2, 𝑠1 and 𝑠2 can get their needed packet by XOR−ing 
(𝑝1⨁ 𝑝2) with their own packets, 𝑝1 and 𝑝2, respectively. Thus, the number of time slots has been reduced 
to three. Inter-section Network Coding helps to solve the bottleneck issue and reduce the number of 
transmission time, by allowing the packets from different sessions (source) to be encoded together [12]. By 
reducing the number of necessary communication, network coding increases the throughput and 
simultaneously reduces interference mechanism in wireless networks. 
 
 
 
Fig. 1. Existing transmission method without using Network Coding. 
 
 
 
Fig. 2. Transmission method using Network Coding to reduce transmission time. 
 
3.1.2. Intra-section Network Coding 
 
An important benefit of Network Coding is to improve reliability of the wireless network. The traditional 
way to provide reliability for both wired and wireless networks is to use the feedback messages from 
destination to report that packets have been received or lost. By using feedback mechanism, the sender 
knows which packet to be retransmitted. However, the feedback information consumes bandwidth or even 
it could be lost. Figure 3 illustrates an example where source s wants to send two packets 𝑝1 and 𝑝2 to 
destination d. The probability of packet loss in the link s → d equals to 50 percent. In that case, the source 
node sends three linear combinations of  𝑝1 and 𝑝2 such as, (𝑝1 +  𝑝2), (𝑝1 +  3𝑝2), and (3𝑝1 +  𝑝2). On 
average, the destination node will receive two over three of these coded packets. By solving the system of 
linear equations of two variables, node d can receive  𝑝1 and 𝑝2. However, if using feedback mechanism, 
we have to use a feedback message every  𝑝1 and 𝑝2. Consequently, Network Coding method can provide 
reliable communication with less transmission time than conventional methods which does not support 
Network Coding. Encoding of packets from the same session (source) is called Intra-section Network 
Coding, which exploits the diversity of the links [13]. In Intra-section Network Coding, packets from the 
same source are encoded together by using linear equations, and then transmit these coded packets. At the 
receiver, the destination node does not consider which packet has been received. It does need to receive 
enough number of encoded packets successfully to perform decoding of received packets. 
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Fig. 3. Network Coding to improve reliability. 
 
3.2. Proposed PMUs integrated Network Coding 
 
Figure 4 shows the block schematic diagram of a PMU with three important components: (i) GPS signal 
receiver detects the 1PPS (pulse per second) synchronizing signal from GPS satellites. This signal is used as 
the time source in a phase locked oscillator and time-tagged for every phasor reporting message; (ii) Data 
acquisition module includes the anti-aliasing filter to cut off high frequency and ADC module to sample the 
signals; (iii) Phasor processor acquires the digitalized signals in order to analyze phasor information. Then it 
integrates the times to phasor message based on the IEEE C37.118 packet format. We propose the 
function of Intra-Network Coding into phasor processor after it generates phasor messages. The needed 
parameters for Network Coding, such as Galois field or number of coded messages, can be adjusted by 
user. 
 
 
 
Fig. 4. Proposed Network Coding approach for PMU synchrophasor data transmission. 
 
4. Proposed Data Gathering Scheme 
 
4.1. Network Model 
 
We consider a case study of PMUs network at distribution grid as in Fig. 5. The network includes three 
PMUs source; one at Distribution Generation (DG) and two at distribution buses C and D. The PDC is 
located at feeder of grid, which is usually connected with the distribution substation. This test case can also 
operate as an islanded micro grid. Actually, this is the upcoming trend in Smart Grid as intermittent DGs 
sources, such as battery bank, solar rooftop or wind turbine are connected at distribution level. Note that 
our test case PMUs network is general and does not apply any optimal PMU placement technique. The 
communication links between PMUs and PDC can use Broadband Power Line Communication (BPL) [14], 
4G Mobile Broadband [15] or WiMAX [16] in order to support high sample rate of PMU according to 
IEEE C37.118 standard [12]. 
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Fig. 5. Our test case network of PMUs used in simulation. 
 
4.2. Synchrophasor Data Gathering Method 
 
By following the PMUs network model given in previous subsection, we developed our method of 
synchrophasor data gathering as shown in Fig. 6. The data collection includes two phases as mentioned 
below: 
 Phase 1: Each PMU sends 30 packets to PDC in one second. This corresponds to the common 
reporting rate of State Estimation application [17]; 
 Phase 2: PMU then encodes all 30 phasor data packets in Phase 1 using the combination of linear 
independent of equations as in Eq. (1). We call these coded packets are redundant packets. 
Actually, the number of redundant packets is dependent on the role of PMU at particular 
placement in distribution grid, such as at Transformer or Distribution Generation. However, we 
set the total number of redundant packets of all PMUs equal in our simulation. 
 𝑝𝑟𝑒𝑑𝑢𝑛𝑑𝑎𝑛𝑡 = ∑ 𝛼𝑖𝑝𝑖
30
𝑖=1   (1) 
where 𝛼𝑖 are the random coefficients represented in Galois field, and  𝑝𝑖 is the phasor data packets 
represented in Galois field. For instance, with Galois field GF(21) = {0; 1}, then 𝛼𝑖 = 0 or 1 and 𝑝𝑖 
is presented by 0 and 1. Similarity with the Galois field GF(28) = {0; 1; 2;…; 255}. 
 
 
 
Fig. 6. Proposed synchrophasor data gathering method using Network Coding. 
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After decoding and successfully receiving phasor packets as in Eq. (2), PDC sends Acknowledgement 
message to PMU and turn to other PMUs to collect data. 
 
 {
𝛼1𝑝1 + 𝛼2𝑝2 + ⋯ + 𝛼30𝑝30 = 𝑝𝑟𝑒𝑑𝑢𝑛𝑑𝑎𝑛𝑡1
𝛽1𝑝1 + 𝛽2𝑝2 + ⋯ + 𝛽30𝑝30 = 𝑝𝑟𝑒𝑑𝑢𝑛𝑑𝑎𝑛𝑡2
…
𝜔1𝑝1 + 𝜔2𝑝2 + ⋯ + 𝜔30𝑝30 = 𝑝𝑟𝑒𝑑𝑢𝑛𝑑𝑎𝑛𝑡𝑘
 (2) 
 
where 𝑘 is the total number of redundant packets generated at a PMU. 
 
5. Numerical Simulations 
 
In this section, we access the validity of our proposed method by using the Monter Carlo simulation in 
order to ensure the statistical significance of the corresponding results. We implement our test case PMUs 
in Fig. 5 based on Matlab R2012b simulator [18]. The Network Coding library is based on Network Coding 
libraries developed by Chamitha de Alwis [19]. We use the total number of phasor packets per PMU in 
simulation is 104 (packets) for every value of the number of redundant packets. We choose the coding and 
decoding processes based on GF(21), GF(24) and GF(28), the three common Galois fields used in Network 
Coding. From the reliability requirement in Table 1, we define the maximum boundary for both random 
loss and burst loss as 5%. Further, we iterate the simulation 20 times, each simulation with different 
random number generators. The parameters used in simulation are given in Table 2. 
 
Table 2. Simulation settings for random and burst loss scenarios. 
 
Simulation setting Value 
Number of PMUs 3 
Number of PDCs 1 
Number of phasor packets in Eq. (1) 30 
Number of redundant packets, k [0, 1, 2, …,13] 
Loss probability 0.05 
Galois field calculation in Network Coding GF(21), GF(24), GF(28) 
 
5.1. Random Loss Scenario 
 
In first simulation, we investigate the performance of our proposed method under random loss in the 
channels. During the simulation, we generate random packet loss with the probability 0.05 since this is the 
highest channel loss requirement that SGC can suffer in wireless channel [17]. 
The box plots in Fig. 7 shows the simulation results in term of the median values and 95% confident 
interval of packet loss ratio at PDC with every number of redundant packets as in Table 2. The general 
trend for all Galois field sizes is when we increase the number of redundant packets, the packet loss ratio 
will decrease significantly. In details, the performance of GF(24) and GF(28) is quite similar, with  𝑘 = 6 
(packets), the packet loss ratio reaches to zero. Meanwhile if we use GF(21), we have to increase number of 
redundant packets up to 10 packets in order to reach 100% packet delivery. 
 
5.2. Burst Loss Scenario 
 
In second simulation, we generate burst loss phenomenon using the Gilbert Elliot model [20] since this 
model can capture the intermittent characteristics of SGC under the effect of burst loss sources. Figure 8 
shows the results in term of the median and 95% confident interval of packet loss ratio. Again, there is no 
significant different in results between the results of GF(24) and GF(28). However, we only obtain 100% 
packet delivery with 𝑘 = 13 (packets) under burst loss condition. Unfortunately, in the case of GF(21), we 
cannot achieve the 100% packet delivery with the maximum number of redundant packet used in 
simulation.  
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Fig. 7. Packet loss results of our proposed phasor data gathering method with Galois fields GF(21), 
GF(24) and GF(28) under random loss scenario in the PMUs communication network. 
 
 
 
Fig. 8. Packet loss results of our proposed phasor data gathering method with Galois fields GF(21), 
GF(24) and GF(28) under burst loss scenario in the PMUs communication network. 
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From the simulation results, we can conclude that our proposed method has achieved a remarkable 
performance in improving the SCG reliability under random loss phenomenon. As a consequence, the 
packet delivery time will reduce since our method does not need to use retransmission mechanisms due to 
packet loss. However, in the burst loss scenario its performance is low, since the number of needed 
redundant packets consumes about half of total transmitted packets from PMU.  
 
5.3. Combined Loss Scenario 
 
In last numerical simulation, we fully investigate the effectiveness of proposed method under the effect of 
two types of loss simultaneously. Then, we apply the semi – analytical approach to derive the multiple linear 
regression model of packet loss ratio. To limit the simulation time, we only propose to use the GF(28) 
Galois field. The parameters used in simulation are given in Table 3. 
 
Table 3. Simulation settings for combined loss scenario. 
 
Simulation setting Value 
Number of PMUs 3 
Number of PDCs 1 
Number of phasor packets in Eq. (1) 30 
Number of redundant packets, k [0, 1, 2, …,15] 
Loss probability  
(combined loss), β 
0.01; 0.02; 0.03; 0.05 
Galois field calculation in Network Coding GF(28) 
 
 
 
Fig. 9. (a). Packet loss results of our proposed method with GF(28) under combined loss scenario, vary the 
loss probability; (b). The linear regression lines with different loss probabilities. 
 
Figure 9(a) represents the all packet loss ratio simulation results with 30 different random generation 
seeds. To conveniently apply the multiple linear regression model, we transform the ratio to log scale as in 
Fig. 9(b). We obtain linear relation between the log of packet loss ratio and the number of redundant 
packets as we expected. Note that we have ignored the zero values in packet loss ratio since the log of zero 
is no meaning. 
 
DOI:10.4186/ej.2018.22.1.131 
140 ENGINEERING JOURNAL Volume 22 Issue 1, ISSN 0125-8281 (http://www.engj.org/) 
The general form of multiple linear regression model is shown as in Eq. (3). 𝐴, 𝐵, 𝐶 are the coefficients, 
𝑘 ≥ 0 is the number of redundant packets and 𝛽 ≥ 0 is the loss probability in SGC. 
 
 log(𝑙𝑜𝑠𝑠_𝑟𝑎𝑡𝑖𝑜) = 𝐴 + 𝐵. 𝑘 + 𝐶. 𝛽 (3) 
 
Table 4. The coefficients from multiple linear regression model using Caret package. 
 
 Estimation Standard Error Sign. Of Test 
A -1 0.024 < 0.001 
B -0.15 0.002 <0.001 
C 0.31 0.010 <0.001 
Residual Standard Error 0.213 
Adjusted R-Square 0.879 
Significant of Test <0.001 
 
Using the prediction and classification Machine Learning package CARET in R [21, 22], we obtain the 
parameters as in Table 4, and the result model is represented as Eq. (4). 
 
 log(𝑙𝑜𝑠𝑠_𝑟𝑎𝑡𝑖𝑜) = −1 − (0.15). 𝑘 + 0.31. 𝛽 (4) 
 
From this model, we conclude that in general, with the same level of combined loss probability it increases 
one redundant packet in our method which help to reduce the log of loss ratio at PDC about 15%. In 
general, the model in Eq. (4) helps network designer to estimate of level of SGC reliability enhancement, 
the given the number of redundant packets and the SGC loss probability. The predicted values from 
Equation (4) have shown the consistency with the log of loss ratio from simulations, as shown in Fig. 10. 
 
 
 
Fig. 10. The comparison between predicted log of loss values from model in Eq. (4) and values from 
simulations.  
 
6. Conclusion 
 
In summary, we have proposed an innovative synchrophasor data gathering scheme based on the idea of 
Network Coding method in order to satisfy the reliability of the network. Instead of waiting for the 
reporting of message loss and retransmitting them, PMU consequently sends linear combination of 
messages to the PDC. The simulation results prove that our method can reach 100% message delivery at 
DPC under random loss in SGC, but has some limitations under burst loss condition. We have further 
provided the multi linear regression model to predict the achievable reliability using proposed Network 
DOI:10.4186/ej.2018.22.1.131 
ENGINEERING JOURNAL Volume 22 Issue 1, ISSN 0125-8281 (http://www.engj.org/) 141 
Coding method. Finally, our proposed scheme is the initial step to explore the number of needed PMUs in 
each OPP problem taken into account the communication aspect. 
In future research, we will continue to develop mathematic model of our proposed synchrophasor data 
gathering method together with OPP issue and find the optimal number of redundant packets at every 
PMU that can satisfy data quality requirements of many WAMS applications. 
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